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Franklin Place

5713 PARKERRDE,

Sumner, WA 983902791

Provider Number

Approval Status

Facility Type

2189

Disapproved

Residential Care

On 01/15/2020 the Office of the State Fire Marshal conducted an inspection at your facility.

Code Requirement Statement of Violation

1 Equipment rooms.

Combustible material shall not be stored in boiler rooms,
mechanical rooms or electrical equipment rooms.

(IFC 315.3.3 2015)

During the facility tour on 1/15/2020 it was observed that the
facility failed to maintain the mechanical rooms free of
combustible storage. The finding was:

1. In the furnace room next to resident room #117 there is
combustible items stored to close to the furnace.

2 Door Operation

Swinging fire doors shall close from the full-open position and
latch automatically. The door closer shall exert enough force
to close and latch the door from any partially open position.

(IFC 703.2.3)

During the facility tour on 1/15/2020 it was observed that the
facility failed to maintain the fire rated doors in the building
capable of self closing and latching tight to the frame. The
finding was:

1. The door going into the kitchen from the dinning room
failed to close and latch automatically.

3 Fire Protection Systems - Records

Records of all system inspections, tests and maintenance
required by the referenced standards shall be maintained.

(IFC 0901.6.2)

During the records review on 1/15/2020 it was observed that
the facility failed to maintain the fire sprinkler system. The
finding was:

1. The records indicate that the pipe for the dry system trip
test was obstructed. Does not indicate wether it was
corrected.

4 Internally illuminated exit signs.

Electrically powered, self-luminous and photoluminescent exit
signs shall be listed and labeled in accordance with UL 924
and shall be installed in accordance with the manufacturer's
instructions and Chapter 27 of the International Building Code.
Exit signs shall be illuminated at all times.

(IFC 1013.5 2015)

During the facility tour on 1/15/2020 it was observed that the
facility failed to maintain the illuminated exit signs in the
building. The findings were:

1. Exit sign #1 9 needs a battery replaced.
2. Exit sign #23 needs a battery replaced.
3. Exit sign #3 needs a battery replaced.
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On 01/15/2020 the Office of the State Fire Marshal conducted an inspection at your facility.
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Next inspection scheduled on or after:

Right of appeal. Any person may appeal any decision made by the Fire Protection Bureau in accordance with WAC 212-12.

Owne/- or ^^or^zpd Repcesentative

pfwkM^&M
Signature Print Name and Title t/

Deputy State Fire Marshal Don West
2803 156th AVESE
BellevueMI 98007

890-9873

^^JLrX ^ [L
Signature
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